one foot
6”

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch
6”

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

KEY NOTES

O

(E) AH TO REMAIN, REFPLACE INDIVIDUAL SUPPLY FAN MOTOR,
RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS AND
SHEAVES. REFPLACE ALL CONTROLS WITH NEW DIGITAL
CONTROLS. CLEAN COILS, DRAIN PANS AND VACUUM OuT
INSIDE OF EACH SECTION OF UNIT. ADD SEISMIC BRACING TO
MAIN DUCTWORK.

12 \TYP. FLEX
H501/ PUCT

@ \‘ TYP. FLEX

Al

VAY BOX WITH REHEAT COIL, CONNECT TO (E) DUCTWORK.

CONNECTIONS AT
ALL UNITS

16X16 -4 24-AH-6

VAY BOX, CONNECT TO (E) DUCTWORK.

24-vAv-113

12X12-3 ATTACH CEILING GRILLE TO T-BAR CEILING GRID WITH () *2

M. SCREW ON EACH SIDE.

ADD 12"X12" DOOR LOUVER AT +2" FROM BOTTOM OF DOOR.

SEE DETAILS 1 THRU 12 SHEET MH52| FOR TYP. DUCT DETAILS.

PROVIDE GASKETED REMOVABLE ACCESS PANEL ON SIDE
OF (E) DUCT TO REMAIN AND CLEAN DUCT FPER SFPEC. SECT.
23 3| 2@, PARAGRAPH 2.6.

O

REFRIGERANT PIPES ROUTE UP THRU CEILING, THRU MECH.
ROOM ABOVE, THRU ROOF AND CONNECT TO ODU ON ROOF.
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STAIR #2 {

(E) FIRE DAMPER (FD) TO REMAIN.

24-vAv-14

1OXI1D-4
300 —

3 E) 102" N 0) — |
() FD < C2) | STAIR %A STAIR # 1500 CFM

_ _ _ EQUIPMENT NOTE
| REFER TO SHEETS MHe22@ AND MHo2! FOR EQUIPMENT
SCHEDULES.
STAIR #5
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one foot
16

one eighth inch
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